WIRING NOTES:
1. FIRE ALARM WIRING SHALL BE THHN/THHW.
NORTH TO PWR PNL/B 2. ALL CONDUCTORS MUST BE LABELED PER: SDC 7.8
CKT B10 (FCP) TO EOL’s
CKT B12 (RFAR)  INSIDE BLDG 3. COLOR CODING OF FIELD AND SYSTEM WIRING PER: SDC 7.8
E(])E(; ‘ 4. CONDUCTOR REQUIREMENTS
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XF 1. IDENTIFYING NUMBERS ADJACENT TO DETECTOR SYMBOL DENOTES OR
o — \ WIRING, DETECTOR 1—-2 WOULD IDENTIFY THE 2ND DETECTOR IN ZON
! 4A DRUM STORAGE AREA A " —
2-1 [Qp2A 1 A 2. ALL INSTALLATION MATERIAL SUCH AS CONDUIT, FITTINGS, BOXES, HA
e} ™ O, V4 — el <C ETC. NOT SUPPLIED BY CERBERUS PYROTRONICS, UNLESS OTHERWISI
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id O A 3. WIRING RUNS ARE SHOWN DIAGRAMMATICALLY EXACT LOCATION OF AL
(| J EQUIPMENT TO BE DETERMINED IN THE FIELD.
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4. ALL WIRING MUST CONFORM WITH LOCAL & NATIONAL CODES.
)3 v P24
MECH/ELEC/TELECOM ROOM 3 z 5. AUDIBLE ALARM DEVICE CIRCUIT POLARITY MUST BE OBSERVED
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6. SDC7.8 ALLOWS FOR #16 AWG INTERIOR OF THE FCP. SINGLE COND
Y SIZE #14AWG SHALL HAVE THHN/THHW [NSULATION.
\ A TO 5-3 EOLR 7. FIRE ALARM CONTROL PANEL AND ALL DEVICES NEED TO BE LABLED
4 | THE FIELD WITH ZONE DESIGNATIONS AND/OR ALPHA/NUMERIC IDENT
FIRE RISER_ROOM 214 S1-a
A FOLR EOLR f /1 FIRE RISER ROOM 8. ALL CONDUIT SHALL BE 3/4”
— / SCALE: 1/4"=1"-0"
PR o1 NS 9. ELECTRICAL ROUGH—IN BACKBOX SIZES ARE AS SHOWN IN EQUIPMEM
UNLESS SPECIFICALLY NOTED ON SYSTEM DRAWINGS.
BLDG 2404WA FLOOR PLAN . LONG""'TERM DRUM STORAGE BUILD'NG 10. DURING SYSTEM INSTALLATION, INSTALLING CONTRACTOR SHALL
MAINTAIN A SET OF FIELD DWGS, INDICATING BY RED—LINE, CHANGES
é ) o IN THE ROUTING OF ALL CONDUIT AND/OR CABLING. PROVIDE CERBE
SCALE: 1/16” = 1'-0 WITH A SET OF THESE MARKED—UP DWGS FOR AS—BUILT PURPOSES
11. CIRCUIT WIRING COLOR CODE SHALL BE AS DESCRIBED PER: SDC 7.
406—420 MHz. ANTENNA EQUIPMENT INFORMATION
" (ACTUAL OPERATING
FREQ. 408.50625) SMBL | QTY MODEL DESCRIPTION MOUNTING INFORMATION EOL DEVICE
° 4 MS-501 DOUBLE ACTION MANUAL PULL SINGLE GANG 42” TO THE BOTTOM 50mf, 50V CAPACITOR
S MOUNT TO 4”SQ BOX @ 80"+ ABOVE THE FLOOR
" 4 S15/75 STD 15/75 CANDELLA STROBE
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ALARM REPORTER ON RED LIGHT = '
41 mm X 41 mm CONDUIT SUPPORT (TYP.) FCP 1 EA—33 SYSTEM 3 CONTROL PANEL SPECIAL
(1 5/8” X 1 5/8") N MAXIMUM 1500 mm (5°=0") SPACING
CHANNEL 21 mm (3/4”) RIGID CONDUIT 9 g
P W
\ - WITH RG=58/U COAX. FL 1 SPRINKLER ALARM PRESSURE SWITCH 50mf, 50V CAPACITOR
STD. THREADING ~
AC POWER: 16 mm pr— —— AT ANTENNA END. /\ Q 2 OS & Y TAMPER SWITCH 5.6k () 1/2W RESISTOR -
(1/2”) MIN CONDUIT FOR o I 2 -
RFAR ‘BOX AND LIGHT. RFAR _- RFAR
(BK, W, GN, COLOR CODE) 2736 8855 I 2 1 SPRINKLER P.LV. TAMPER SWITCH 5.6k 1/2W RESISTOR &
3 #12 FOR RFAR AND © ~ NONBER
LIGHT FROM DEDICATED |
AND LABELED CIRCUIT BREAKER 1 RED LION TCU TEMPERATURE CONTROL UNIT INSTALL PER MANUFACTURES SPECIFICATIONS ©
N
N
e e é QH/LO 1 AIR PRESSURE SUPV SWITCH 5.6k() 1/2W RESISTOR R
00
) — \ / 1830 mm &
SIGNAL: 21 mm (3/4”) MIN CONDUIT FOR: | (6'=0") |
A MAX T
NOTES FOR RFAR INSTALLATION:

1) ZONE WIRES SOLID OR STRANDED =
416 TO 414, ORANGE COLOR 1. ELECTRONICS PACKAGE TO BE INSTALLED AND TESTED BY RADIO MAINTENANCE 2
CODE EOR SHIELDED WIRE) DURING THE OPERATIONAL TEST.

W/LABELS ~L
2. INSTALL ALL CONDUIT WITH WATER TIGHT FITTINGS AT THE BOTTOM, WITHIN )
2) 1#1|36AI$OO;1Asf?lﬁlrgLBORwsggﬁgBED L | 64 mm (2 1/2”) FROM THE BACK OF THE RFAR BOX. a7 DRAVINGS CLANGES 45 FOUND BY
WIRES FOR SUPERVISION (LPT/TR)
OR (SHIELDED WIRE) W/LABELS. N 3. ALL CONDUITS AND ENTRY WAYS TO BE PLUGGED AND SEALED. e BULT FOR PROECT W1 a—
4. COORDINATE INSTALLATION AND LOCATION OF EXPANDER CABINET WITH RADIO S— OR PROJECT W-11 Approved for Public Reease;
GROUND PER A/E STANDARD MAINTENANCE WHEN MORE THAN 16 ZONES ARE REQUIRED.
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